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Present Peak Hour Energy
Name of Power Station Machine Generation Generation Generated Remarks

Capacity
MW MW KWHr

1 46 40
Karnafuli Hydro Power Station 2 46 38 2735000

3 50 48
4 50 50 2339200
5 50 50

Raozan Power Station 1 180 0 0 Under S/D (03/10/10)
2 180 0 0 Under S/D (12/10/10)

Shikalbaha Power station Steam 40 0 0
Sikalbaha GT 150 80 610866
Ashugonj Power Station 1 64 50 2736581

2 64 64
3 102 105 2481386
4 140 0 0 Under S/D(11/09/10)
5 150 140 3366048

,, CCPP GT-1 40 39 1810209
GT-2 40 39
ST. 18 0 Tripped on 3/10/2010

Ghorasal Power Station 1 55 45 1060000
2 30 0 Under S/D since 26/04/10.
3 190 170 3857988
4 190 170 3778822
5 190 100 1827000
6 195 0 0 Tripped on 18/07/10.

Tongi  Power Station 1 105 60 1384097 gas pressure low
Siddhirgonj Power Station 210MW 190 150 3543750 gas pressure low

GT1 & GT-2 240 45 218000 Under S/D GT-1(18/06/10)
GT-1 32 28

Haripur  SBU GT-2 32 27 1296300
GT-3 32 0 Under maint. since 18/06/09 .

Shahjibazar  Power  Station 8 34 31 1156000
9,5,6 35+2X10 20

Fenchugonj Comb. Cycle GT-1, 2 & St 91 90 1802000
GT-3,4 & St 0 0

Fenchugonj RPP (51 MW) 2.9X19 55 50 1168090
Sylhet Power Station GT 20 0 0
Khulna Power Station 110MW 60 0 0 Under maint. since 21/03/09 .

60MW 35 28 655775
Barisal Power Station GT-1 16 10.5

GT-2 16 10 237491
GT-1 18 16

Bheramara Power Station GT-2 18 14 505900
GT-3 18 16

Bagabari Power Station 71 MW 71 72 1652000
100 MW 100 80 1757000 gas pressure low

Barapukuria power station ST 1 & 2 220 131 3191564
Rangpur Power Station GT 20 11 137000
Saidpur Power Station GT 19 19 187000
Combined Diesel  7 0.8 4468
Meghnaghat Power Ltd CCPP   (3) 450 450 10371500
Haripur Power Ltd CCPP   (2) 360 356 8242000
NEPC, Haripur 7 x 15.5 110 98 2307900
RPCL, Mymensingh GTs & ST GT1-4 210 106 2309000 gas pressure low
Summit Power Ltd (REB) 176 124 3055200 Synchronized at 33KV
Ullapara Summit 4 X 2.90 11 11 231900 Synchronized at 33KV
Khulna Power  Co Ltd. KPCL 110 107 2427400
West Mont (WMPL) pvt. GT 1 & 2 72 52 1477380
Ashuganj RPP 55 57 1350000
Narsingdi (REB) 8 x 2.9 22 22 516670 Synchronized at 33KV
Feni SIPP 8 X 2.94 22 22 533800 Synchronized at 33KV
Tangail SIPP 8 x 2.50 22 22 501500 Synchronized at 33KV
Shahjibazar P. co (SPCL) 32X2.88 86 89 2085120
Shahjibazar RPP 1.85X27 50 42 871200
Hobiganj (REB) (11MW) 11 8 194736 Synchronized at 33KV
Barabkunda RPP 22 21 477600 Synchronized at 33KV
Malancha Ctg(45 MW) 45 32 741120 Synchronized at 33KV
Shikalbaha RPP 55 31 888000
Sylhet 50 MW RPP 27 x 1.95 48 48 1061440
Sylhet 11 MW RPP 11 MW 11 10 230400 Synchronized at 33KV
Jangalia RPP 34 26 625100 Synchronized at 33KV
Dorin Mohipal 11 10 240800 Synchronized at 33KV
Ghorashal RPP+Ghorashal quick 45+100 114 2675390 Synchronized at 33KV + 132 KV
Khulna RPP 52 x 0.85 40 41 890786 Synchronized at 33KV
Khulna RPP 55 MW 55 55.0 1221020 Synchronized at 33KV
Thakurgaon Rental 50 MW 50 26.0 494106
Bhola RPP 34.5 0 201121 Synchronized at 33KV
Bogra RPP 22 21 499000
PDB Total 3709 2137.3 45499535
IPP & othersTotal 2194.5 2001.0 46721189.0
Eastern Grid Total 4836.0 3417.0 76449813.0
Western Grid  Total  907.5 721.3 15770911.0
National  Grid  Total 5743.5 4138.3 92220724.0


