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Reportina Date : ~ 29-Oct-14
ximum_generation is : - 7418 MW 21:00 Hrs on  18-Jul-14
f Yesterday's ( 28-Oct-14 Generation & Demand Today's Actual Min Gen. & Probable Gen. & Demand
ion : 4970.0 Mw Hour : 12:00 Min. Gen. at 5:00 3686 Mw
leration 6408.0 Mw Hour : 18:00 Max Generation : 6789 Mw
enend) : 6408.0 MW Hour : 18:00 Max Demand : 6600 MwW
tion : 6405.0 Mw Hour : 18:30 Shortage : -189 MW
1) B 121.0 System L/ Factor : 78.37% Load Shed : 0 MW
EXPORT /IMPORT THROUGH EAST-WEST INTERCONNECTOR
Irid to West grid :- Maximum -50 MW at 17:.00 Energy 7.867 MKWHR.
yrid to East grid :- i - MW at - Energy - MKWHR.
Water Level of Kaptai Lake at 6:00 A M on 29-Oct-14
87.64 Ft.(MSL) , Rule curve : 108.70 Ft.(MSL)
Total 780.69 MMCFD. Oil Consumed (PDB) :
HSD : Liter
FO Liter
med Fuel (PDB+Pwt) : Gas Tk65,951,375
Coal : Tk7,538,874 Oil : Tk232,175,870 Total : Tk305,666,119
Load ing & Other Information
Yesterday Today
Estimated Demand(s/s end) Estimated Shedding (s/s end) Rates of Shedding
MW MW MW (On Estil Demand)
- 0:00 2331 - -
- 0:00 597 - -
- 0:00 652 - -
- 0:00 634 - -
- 0:00 437 - -
- 0:00 362 - -
- 0:00 295 - -
- 0:00 131 - -
- 0:00 370 - -
0 5809 0

Information of the Generating machines under shut down.

Planned Shut- Down Forced Shut- Down

1) Haripur GT: Unit-3 (18/06/2009) 1) Ghorasal ST: Unit-6 (18/07/2010)
2) Megnaghat CCPP (21/04/2014)
3) Ashuganj ST: Unit-1(23/08/2014)
4) Ghorasal ST: Unit-1 (12/10/2014)
5) Siddhirganj ST (14/10/2014)

6) Ghorasal ST : Unit-4 (23/10/2014)

Additinnal Information of Machines lines Interriintion / Foreed | nad shed ete

Description Forced load shaded / Interrupted Areas
steel 132 kV Ckt was shut down from 08:25 to 15:40 due to annual maintenance.

2/33 kV T2 transformer was shut down from 10:10 to 17:40 due to isolator installation works at 33 kV end.
/ T3 transformer was shut down from 10:16 to 16:40 due to annual maintenance.

<V bus was shut down from 12:45 to 13:40 due to red hot maintenance at 33 kV B-phase bus isolator.

1i 132 kV Ckt-1 was shut down from 08:25 to 16:33 due to annual maintenance.
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