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Reporting Date : 15-Apr-18

Till  now  the  maximum  generation is : -     10084.0 19:30 Hrs          on 19-Mar-18
The  Summary  of  Yesterday's 14-Apr-18 Generation & Demand Today's Actual Min Gen. & Probable Gen. & Demand
Day Peak Generation         : 7522.3 MW                                                                                 Hour :12:00 Min. Gen.   at 6:00 5767 MW
Evening Peak Generation   : 7614.0 MW                                                                                 Hour :21:00 Available Max Generation             : 10602 MW
E.P. Demand (at gen end)  : 7665.0 MW                                                                                 Hour :21:00 Max Demand (Evening)  : 9800 MW
Maximum  Generation        : 8282.0 MW                                                                                 Hour :1:00 Reserve(Generation end) 802 MW
Total Gen. (MKWH)           : 176.2 System Load Factor          : 88.63% Load Shed                     : 0 MW

EXPORT / IMPORT  THROUGH  EAST-WEST  INTERCONNECTOR
Export from East grid to West grid :-  Maximum -920 MW         at 13:00 Energy MKWHR.
Import from West grid to East grid :-  Maximum                        - MW         at   - Energy                - MKWHR.

Water Level of Kaptai Lake at 6:00 A M on 15-Apr-18
Actual  : 85.85   Ft.(MSL) ,  Rule  curve  : 86.20    Ft.( MSL ) 

Gas Consumed :  Total = 907.66 MMCFD. Oil Consumed  (PDB) :
HSD    : Liter
FO      : Liter

Cost of the Consumed Fuel (PDB+Pvt) :         Gas     : Tk86,218,911

                   Coal    : Tk8,528,902  Oil        : Tk453,492,263 Total   : Tk548,240,077

Load Shedding & Other Information

 Area              Yesterday Today
    Estimated Demand (S/S end) Estimated Shedding (S/S end)   Rates of Shedding

MW MW MW (On Estimated Demand)
Dhaka 0 0:00 3482 0 0%
Chittagong Area 0 0:00 1181 0 0%
Khulna Area 0 0:00 1057   0 0%
Rajshahi Area 0 0:00 955 0 0%
Comilla Area 0 0:00 863 0 0%
Mymensingh Area 0 0:00 697 0 0%
Sylhet Area 0 0:00 394 0 0%
Barisal Area 0 0:00 179 0 0%
Rangpur Area 0 0:00 537 0 0%

Total    0 9346 0

         Information of the Generating Units under shut down.

                                Planned Shut- Down                                  Forced  Shut- Down
1) Barapukuria ST: Unit-1 10) Ashuganj ST: Unit- 2,3

Nil 2) Sylhet 20 MW 11) Haripur GT-1,2
3) Khulna ST 110 MW (04/11/14) 12) Sirajgonj Unit-1 225 MW
4) Ghorasal Unit-2,3,5 13) Ashuganj (North) 360 MW
5) Baghabari 100 MW 
6) Tongi GT
7) Chittagong Unit-1,2
8) Baghabari-71 MW
9) Siddhirganj 210 MW ST

  

Additional Information of Machines, lines, Interruption / Forced Load shed etc.
         

Description                               Comments on Power Interruption
a) Bheramara 410 MW CCPP tripped at 12:19 showing dram-level abnormal and GT was synchronized at 14:27.
b) Jessore 132/33 kV T1 transformer tripped at 08:06 due to 33 kV Narail feeder fault and was switched on at 08:15. About 39 MW Power interruption occurred under Jessore S/S areas
   Again tripped at 10:04 due to same reason and was switched on at 10:10. from 08:06 to 08:15 & 10:04 to 10:10.
c) HVDC-Bheramara 230 kV Ckt-2 tripped at 14:03 showing directional 86 AB and DTT and was switched on at 14:47.
e) HVDC-Khulna(S) 230 kV Ckt-1 tripped at 14:03 showing DTT relay and was switched on at 14:47.
f) HVDC-Ishurdi  230 kV Ckt-2 tripped at 14:03 showing REL 316 DTT2 resend and was switched on at 14:15.
g) After maintenance Ashuganj(S) 450 MW GT & ST were synchronized at 14:27 & 21:28 respectively.
h) Hasnabad-Shyampur 132 kV Ckt  tripped at 18:29 from both end showing Z2, Dist R-phase at Hasnabad end and no 
   relay at Shyampur end due to LA burst at Shyampur end.
i) Maniknagar-Matuail 132 kV Ckt tripped at 17:28 showing C-phase Z1 main protection and was switched on at 18:38.

k) Gopalganj-Madaripur 132 kV Ckt tripped at 20:46 showing dist 3-phase, Z1 relay at the same time Gopalganj P/P About 60 MW Power interruption occurred under Gopalganj S/S areas
   got tripped  and Line was switched on at 21:26. from 20:46 to 21:26.
l) Khulna(C ) 132/33 kV T1 transformer tripped at 22:45 from 132 kV side showing inst. E/F  due to 33 kV Joragate feeder About 15 MW Power interruption occurred under Khulna(C )  S/S areas
  fault and was switched on at 23:02. from 22:45 to 23:02.
m) Khulna(C ) 132/33 kV T3 transformer tripped at 22:45 from both sides showing inst. E/F R-phase at 132 kV side only 
  due to 33 kV Joragate feeder fault and was switched on at 23:04.
n) Bagerhat-Bhandaria 132 kV Ckt tripped at 23:50 from both end showing dist. Y-phase at Bagerhat end & dist. Z1 at 
    Bhandaria end and was switched on at 06:40(15/04/2018).
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