
                                                                 POWER GRID COMPANY OF BANGLADESH LTD.

                                                                 NATIONAL LOAD  DESPATCH  CENTER

                                                              DAILY   REPORT

Reporting Date : 7-Jun-23

Till  now  the  maximum  generation is : -     15648.0 21:00 Hrs          on 19-Apr-23

The  Summary  of  Yesterday's 6-Jun-23 Generation & Demand Today's Actual Min Gen. & Probable Gen. & Demand

Day Peak Generation         : 12166.0 MW                                                    Hour : 12:00 Min. Gen.   at 7:00 11344

Evening Peak Generation   : 13763.0 MW                                                    Hour : 21:00 Available Max Generation             : 14979

E.P. Demand (at gen end)  : 15800.0 MW                                                    Hour : 21:00 Max Demand (Evening)  : 16000

Maximum  Generation        : 13763.0 MW                                                    Hour : 21:00 Reserve(Generation end) -

Total Gen. (MKWH)           : 289.3
System Load Factor          :

87.60% Load Shed                     : 970

EXPORT / IMPORT  THROUGH  EAST-WEST  INTERCONNECTOR

Export from East grid to West grid :-  Maximum 600 MW         at 20:00 Energy

Import from West grid to East grid :-  Maximum                        - MW         at   - Energy                -

      Water Level of Kaptai Lake at 6:00 A M on 7-Jun-23

Actual  : 72.30   Ft.(MSL) ,  Rule  curve  : 77.56    Ft.( MSL ) 

Gas Consumed :  Total = 1204.20 MMCFD. Oil Consumed  (PDB) :

HSD    :

FO      :

Cost of the Consumed Fuel (PDB+Pvt) :         Gas     : Tk173,266,424

:                    Coal    : Tk37,590,082  Oil        : Tk910,159,734 Total   : Tk1,121,016,240

Load Shedding & Other Information

 Area              Yesterday Today

    Estimated Demand (S/S end) Estimated Shedding (S/S end)   Rates of Shedding

MW MW MW (On Estimated Demand)

Dhaka 500 0:00 5181 250 5%

Chittagong Area 0 0:00 1427 100 7%

Khulna Area 345 0:00 2000   150 7%

Rajshahi Area 285 0:00 1740 140 8%

Cumilla Area 320 0:00 1431 110 8%

Mymensingh Area 230 0:00 1065 90 8%

Sylhet Area 0 0:00 596 50 8%

Barisal Area 75 0:00 497 0 0%

Rangpur Area 190 0:00 973 80 8%

Total    1945 14911 970

         Information of the Generating Units under shut down.

                                Planned Shut- Down                                  Forced  Shut- Down

1) Barapukuria ST: Unit- 1,2    

2) Ghorasal-3,7

3) Bhula Nuton Biddut

4) Baghabari-71,100 MW

5) Raozan unit-2

6) Siddhirganj 210 MW .

7) Shajibazar 330 MW

 

Outage Restore                            Additional Information of Machines, lines, Interruption / Forced Load shed etc.                                 Remark

Time Time

08:06 08:24 Sholosohor 132/33kV S/S TRAFO-02 HT Forced S/D Due to Emergency bird nest broken.
 

08:22 Sholosohor 132/33kV S/S TRAFO-01 LT is restored. 

08:28 16:27 Gopalganj 400/132kV S/S 400kV Payra Ckt-2 Project Work S/D. 

09:14 16:30 Gopalganj 400/132kV S/S 400kV Rampal Ckt-2 Project Work S/D.
 

09:14 16:29 Gopalganj(N)-Rampal Ckt-2 Scheduled S/D from Rampal 400/230kV end Due to Due to SAS Commissioning of Gopalganj end.

09:30 Kodda-Rajendrapur  132kV Ckt-2 is restored. 

09:48 Payra 400/132/33kV S/S 400/132/33 kV Auto Transformer-02 LT Project Work S/D Due to CSD-100 SAS Commissioning.
 

09:50 Payra 400/132/33kV S/S 400/132/33 kV Auto Transformer-02 HT Project Work S/D Due to CSD-100 SAS commissioning.

10:26 Khulna 225 MW CCPP ST was sync.  

10:30 Chowmuhani-Ramganj 132 kV Ckt-2 Tripped from Chowmuhani 132/33kV end showing Distance Relay B Distance Relay 5 MW load interrup

Relay 3 Phase zone-1 relay.  Chowmuhoni 132/33 kV end.

10:55 SS power Unit-1 tripped at 10:55 hrs. due to generator protection operated.  

11:02 Narshingdi 132/33kV S/S T-3 HT is restored. 

11:20 11:46 Mahasthangarh 132/33kV S/S 416T MTR 2 LT Tripped showing O/C relays Due to PBS feeder Fault. 24 MW load interrup.

11:20 11:46 Mahasthangarh 132/33kV S/S 406T MTR1 LT Tripped showing O/C relays Due to pbs feeder fault.  

11:35 Aminbazar-Kaliakoir 230kV Ckt-1 Scheduled S/D from Aminbazar 400/230/132kV end Due to ByPass Line Instalation 

( C-Channel  instalation) and from Kaliakoir 400/230/132kV end.

12:05 13:27 Gopalganj 400/132kV S/S 400kV Aminbazar Ckt-1 Tripped showing Dtt relays Due to DTT.

13:25 14:02 Sylhet 132/33kV S/S T4 LT Tripped showing (51/50 ) O/C relays Due to Over load.

16:40 Gopalganj 400/132kV S/S 400kV Bus-01 is restored. 

17:28 Mymensingh 132/33kV S/S Transformer-3 (424T) HT is restored. 

17:54 Sirajganj Unit-3 was forced shutdown. 134 MW generation interrup.

18:09 Cox'sbazar-Dohazari 132 kV Ckt-2 is restored. 

18:54 21:46 Sylhet 132/33kV S/S T4 LT Tripped showing OC relays Due to Over load.

19:02 21:59 Hathazari-Kaptai  132kV Ckt-2 Tripped from Hathazari 230/132/33kV end showing distance relay(zone 1) relays Due to tripping.  

19:23 20:32 Sikalbaha-TKCL  132kV Ckt-1 Tripped from Shikalbaha 230/132kV end showing Distance Relay relays.

19:43 Sirajganj Unit-3 GT was sync. 

20:48 Sirajganj Unit-3 ST was sync.  

21:55 SS power Unit-1 was sync 

22:55 Ashuganj 420 MW CCPP(East) ST was sync.   

06:23 Khulna 330 MW CCPP GT was shut down for synchronizing ST.

07:35 Gopalganj 400/132kV S/S 400kV Bus-01 Project Work S/D Due to BBP Commissioning & Testing.

07:46 Bogura 132/33kV S/S Transformer-1 LT Scheduled S/D Due to maintenance work.  

07:59 Gopalganj 400/132kV S/S 400kV Payra Ckt-1 Project Work S/D Due to BBP COMMISSIONING & TESTING.

08:00 Gopalganj 400/132kV S/S 400kV Rampal Ckt-2 Project Work S/D Due to BBP COMMISSIONING & TESTING.
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