
                                                                 POWER GRID COMPANY OF BANGLADESH LTD.
                                                                 NATIONAL LOAD  DESPATCH  CENTER

                                                              DAILY   REPORT
Reporting Date : 22-Jul-23

Till  now  the  maximum  generation is : -     15648.0 21:00 Hrs          on 19-Apr-23
The  Summary  of  Yesterday's 21-Jul-23 Generation & Demand Today's Actual Min Gen. & Probable Gen. & Demand
Day Peak Generation         : 12290.0 MW                                                    Hour : 12:00 Min. Gen.   at 8:00 11701
Evening Peak Generation   : 14218.0 MW                                                    Hour : 21:00 Available Max Generation             : 15628
E.P. Demand (at gen end)  : 0.0 MW                                                    Hour : 21:00 Max Demand (Evening)  : 15000
Maximum  Generation        : 14318.0 MW                                                    Hour : 23:00 Reserve(Generation end) 628
Total Gen. (MKWH)           : 304.6 System Load Factor          : 88.65% Load Shed                     : 0

EXPORT / IMPORT  THROUGH  EAST-WEST  INTERCONNECTOR
Export from East grid to West grid :-  Maximum 502 MW         at 20:00 Energy
Import from West grid to East grid :-  Maximum                        - MW         at   - Energy                -

      Water Level of Kaptai Lake at 6:00 A M on 22-Jul-23
Actual  : 76.17   Ft.(MSL) ,  Rule  curve  : 87.36    Ft.( MSL ) 

Gas Consumed :  Total = 1161.20 MMCFD. Oil Consumed  (PDB) :
HSD    :
FO      :

Cost of the Consumed Fuel (PDB+Pvt) :         Gas     : Tk169,281,930
:                    Coal    : Tk297,560,053  Oil        : Tk785,974,601 Total   : Tk1,252,816,584

Load Shedding & Other Information

 Area              Yesterday Today
    Estimated Demand (S/S end) Estimated Shedding (S/S end)   Rates of Shedding

MW MW MW (On Estimated Demand)
Dhaka 0 0:00 4793 0 0%
Chittagong Area 0 0:00 1318 0 0%
Khulna Area 0 0:00 1847   0 0%
Rajshahi Area 0 0:00 1606 0 0%
Cumilla Area 105 0:00 1321 0 0%
Mymensingh Area 15 0:00 983 0 0%
Sylhet Area 0 0:00 551 0 0%
Barisal Area 0 0:00 459 0 0%
Rangpur Area 0 0:00 898 0 0%
Total    120 13776 0

         Information of the Generating Units under shut down.

                                Planned Shut- Down                                  Forced  Shut- Down
1) Barapukuria ST: Unit- 1,2    
2) Ghorasal-3,7
3) Shajibazar 330 MW
4) Baghabari-71,100 MW
5) Raozan unit-2
6) Siddhirganj 210 MW .

 

Outage Restore                            Additional Information of Machines, lines, Interruption / Forced Load shed etc.                                 Remark
Time Time
08:27 11:55 Pabna 132/33kV S/S T-1 HT Scheduled S/D Due to 33KV university Feeder shifting 30.0MW load interrup. 

08:27 11:57 Pabna 132/33kV S/S T-1 LT Scheduled S/D 30.0MW load interrup. 

08:27 12:27 Pabna 132/33kV S/S T-2 HT Scheduled S/D 25.0MW load interrup. 

08:27 12:28 Pabna 132/33kV S/S T-2 LT Scheduled S/D 25.0MW load interrup. 

08:30 Chhatak 132/33kV S/S T-2 HT is restored.  

08:31 Chhatak 132/33kV S/S T-2 LT is restored.  

08:43 Bhulta 132/33kV S/S GT1 HT is restored.  

08:50 10:29 Bhulta 132/33kV S/S GT2 HT Scheduled S/D Due to Red hot remedy & Nut-bolt tightening and abnormal maintenance 15.0MW load interrup. 

09:43 10:05 Magura 132/33kV S/S T-2 (415T) HT Tripped showing Differential protection relay relays Due to Winding  
Temperature trip & Differential protection -1 

09:43 10:05 Magura 132/33kV S/S T-2 (415T) LT Tripped showing Differential protection relay. relays Due to Differential  
protection trip, wind. Temo. Trip. 

09:46 Ashuganj 230/132/33kV S/S 132kv Busbar-1 is restored.  

09:57 Bhulta-Narsingdi 132 kV Ckt-1 is restored.  

10:13 10:48 Khagrachori 132/33kV S/S TR-2 HT Tripped showing Whole Differential Relay( RET650), Self Differential Relay(  
RET670). relays Due to TR-02 Tripped due to false signal ( Main Tank PRD Trip). 

10:13 10:52 Khagrachori 132/33kV S/S TR-2 LT Tripped showing REF 630 relays Due to T-02 secondary tripped due to T-02 main tank PRD trip.  

10:24 10:52 Gopalganj 132/33kV S/S T1 LT Tripped showing SIPROTC 7SJ82 relays Due to Bagerhat pbs1&2 Faulty 34.0MW load interrup. 

10:24 10:53 Gopalganj 132/33kV S/S T2 LT Tripped showing SIPROTEC 7SJ85 relays Due to Bagerhat pbs1&2 Faulty 34.0MW load interrup. 

10:37 10:51 Haripur 230/132kV S/S Ullon (Maniknagar-2) Tripped showing MiCOM P441: PH Y, Z 1, Dist. Send. relays. 25.0MW load interrup. 

11:16 Ashuganj 230/132kV S/S 132kV Bus Coupler was opened.  

11:27 Goalpara 132/33kV S/S T-6 HT is restored.  

11:28 Goalpara 132/33kV S/S T-6 LT is restored.  

11:29 Goalpara 132/33kV S/S T-5 HT is restored.  

11:30 Goalpara 132/33kV S/S T-5 LT is restored.  

12:00 Day peak generation: 12290 MW  

12:13 12:20 Mymensingh 132/33kV S/S Transformer-3 (424T) HT Scheduled S/D Due to 132/33kV TR-3 Transformer  shift 132kV  
A-Bus(Kaliakoire side) To 132kV B-Bus(Ash-Sreepur side) by instruction NLDC(XEN) and XEN, GMD, Mymensingh 

12:13 12:20 Mymensingh 132/33kV S/S Transformer-3 (424T) LT Scheduled S/D Due to 132/33kV TR-3 Transformer  shift 132kV  
A-Bus(Kaliakoire side) To 132kV B-Bus(Ash-Sreepur side) by instruction NLDC(XEN) and XEN, GMD, Mymensingh 

12:20 132/33kV TR-3 Transformer shift 132kV A-Bus(Kaliakoire side) To 132kV B-Bus(Ash-Sreepur side) by instruction  
NLDC(XEN) and XEN, GMD, Mymensingh   

 
12:34 Bhola CCPP GT1 & GT2 tripped. 132MW generation  interrup. 

18:45 Baghabari-Ishurdi 230 kV Ckt-1 is restored.   

18:45 Baghabari-Ishurdi 230 kV Ckt-2 is restored.   

20:05 Bhola CCPP GT1 was sync.  
 

20:30 21:47 Pabna 132/33kV S/S T-1 LT Forced S/D 38.0MW load interrup. 

20:30 21:45 Pabna 132/33kV S/S T-1 HT Forced S/D Due to Emergency red hot maintenece. 38.0MW load interrup. 
 

21:00 Evening  Peak Generation :14218 MW   

21:40 Bhola CCPP GT2 was sync.  

06:24 Cox'sbazar-Dohazari 132 kV Ckt-2 Forced S/D from Coxsbazar 132/33kV end Due to Emergency S/D due to Bus S/D of  
Dohazari. 

06:45 Kodda 132/33kV S/S Tr-4 (436T) LT Scheduled S/D Due to Line DS change  

06:45 Kodda 132/33kV S/S Tr-4 (436T) HT Scheduled S/D Due to Line DS change  

06:48 Dohazari 132 kv bus was shut down for CB replacement of Dohazari - Sikalbaha line-2  at Dohazari end. 25MW load interrup. 

07:00 Min. Gen. 11802 MW  

07:06 Baghabari-Ishurdi 230 kV Ckt-1 Project Work S/D from Baghabari 230/132kV end Due to Project development work at  
Ishurdi SS end. and from Ishurdi 230/132kVend.  

07:07 Baghabari-Ishurdi 230 kV Ckt-2 Project Work S/D from Baghabari 230/132kV end Due to Project development work at  
Ishurdi SS end. and from Ishurdi 230/132kVend.  

07:56 Cumilla(S) 132/33kV S/S TR-1 HT Scheduled S/D Due to LT Side Red hot Remove  

07:56 Cumilla(S) 132/33kV S/S TR-1 LT Scheduled S/D Due to LT Side Red hot Remove  
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