
                                                                POWER GRID COMPANY OF BANGLADESH LTD.
                                                                 NATIONAL LOAD  DESPATCH  CENTER

                                                              DAILY   REPORT
Reporting Date : 28-May-24

Till  now  the  maximum  generation is : -     16477.0 21:00 Hrs          on 30-Apr-24
The  Summary  of  Yesterday's 27-May-24 Generation & Demand Today's Actual Min Gen. & Probable Gen. & Demand
Day Peak Generation         : 5323.0 MW                                                    Hour : 12:00 Min. Gen.   at 5:00 3651
Evening Peak Generation   : 4554.0 MW                                                    Hour : 21:00 Available Max Generation             : 13704
E.P. Demand (at gen end)  : 4554.0 MW                                                    Hour : 21:00 Max Demand (Evening)  : 12000
Maximum  Generation        : 11828.0 MW                                                    Hour : 1:00 Reserve(Generation end) 1704
Total Gen. (MKWH)           : 150.910 System Load Factor          : 53.16% Load Shed                     : 0

EXPORT / IMPORT  THROUGH  EAST-WEST  INTERCONNECTOR
Export from East grid to West grid :-  Maximum 260 MW         at 24:00 Energy
Import from West grid to East grid :-  Maximum                        - MW         at   - Energy                -

      Water Level of Kaptai Lake at 6:00 A M on 28-May-24
Actual  : 71.75   Ft.(MSL) ,  Rule  curve  : 76.80    Ft.( MSL ) 

Gas Consumed :  Total = 469.42 MMCFD. Oil Consumed  (PDB) :
HSD    :
FO      :

Cost of the Consumed Fuel (PDB+Pvt) :         Gas     : Tk230,687,905
:                    Coal    : Tk360,947,212  Oil        : Tk113,742,605 Total   : Tk705,377,722

Load Shedding & Other Information

 Area              Yesterday Today
    Estimated Demand (S/S end) Estimated Shedding (S/S end)   Rates of Shedding

MW MW MW (On Estimated Demand)
Dhaka 0 0:00 4049 0 0%
Chittagong Area 0 0:00 1110 0 0%
Khulna Area 0 0:00 1553   0 0%
Rajshahi Area 0 0:00 1349 0 0%
Cumilla Area 0 0:00 1111 0 0%
Mymensingh Area 0 0:00 826 0 0%
Sylhet Area 0 0:00 463 0 0%
Barisal Area 0 0:00 386 0 0%
Rangpur Area 0 0:00 754 0 0%
Total    0 11600 0

         Information of the Generating Units under shut down.

                                Planned Shut- Down                                  Forced  Shut- Down
1) Barapukuria ST: Unit- 2    
2) Ghorasal-3,4,7
3) Shajibazar 330 MW
4) Baghabari-100 MW
5) Raozan unit-2
6) Siddhirganj 210 MW .

 

Outage Restore                            Additional Information of Machines, lines, Interruption / Forced Load shed etc.                                 Remark
Time Time

8:22 - Sirajgonj Unit-3 ST was shutdown due to low demand.
8:31 - Ashuganj South 360MW PP was shutdown due to low demand.
8:37 - Sirajgonj Unit-3 GT was shutdown due to low demand.
8:58 19:30 Bogura 400/230kV S/S ATR-01 HT Project Work S/D Due to DFDR Commisioning work
9:11 9:28 Bashundhara-Rampura 132 kV Ckt-1 Tripped from Rampura 230/132kV end showing Distance protection 21/1: BN relays 

Due to Strom
9:12 - Siddhirganj CCPP 335 MW ST was shutdown due to low demand.
9:17 - Siddhirganj CCPP 335 MW GT was shutdown due to low demand.
9:29 - Sikalbaha 225MW CCPP Tripped with remarks:- GT
9:34 - Bibiyana-3 400 MW ST was shutdown due to low demand.
9:36 18:32 Cox'sbazar-Dohazari 132 kV Ckt-2 Forced S/D from Dohazari 132/33kV end Due to To reduce over voltage Level
9:37 18:37 Dohazari-Sikalbaha 132 kV Ckt-2 Forced S/D from Dohazari 132/33kV end Due to To reduce over voltage level and from 

Shikalbaha 230/132kVend.
9:50 10:33 Haripur 230/132kV S/S Ullon (Maniknagar-2) Tripped showing MiCOM P441: PH B, Z 2. relays Due to Heavy Rainfall.
9:54 10:56 Bogura 230/132kV S/S Confidance UN-2 Tripped showing CBC Operated, Main Protection Relay Gen. Trip. relays Due to Over Voltage.
9:54 19:31 Bogura 400/230kV S/S ATR-01 LT Project Work S/D Due to DFDR Commissioning Work
9:56 10:06 Bashundhara-Rampura 132 kV Ckt-1 Tripped from Rampura 230/132kV end showing Distance protection 21/1: BN relays Due to Strom

10:02 1:51 Bashundhara-Tongi 132 kV Ckt-2 Tripped from Tongi 230/132/33kV end showing Distance, B Phase relays Due to Heavy wind
10:05 - Chowmuhani-Feni 132 kV Ckt-2 Forced S/D from Chowmuhani 132/33kV end Due to Ordered By NLDC
10:05 - Chowmuhani-Ramganj 132 kV Ckt-2 Forced S/D from Chowmuhani 132/33kV end Due to Ordered By NLCD
10:07 - Bhola Nutan Biddyut GT-2 was shutdown due to low demand.
10:16 11:48 Satkhira 132/33kV S/S Transformer-1 (T-1) LT Forced S/D
10:17 11:47 Satkhira 132/33kV S/S Transformer-1 (T-1) HT Forced S/D Due to Connecting Auxiliary Transformer fuse.

- 10:19 Bogura 400/230kV S/S 400 KV Reactor (125 MVAR) is restored.
10:22 - Barapukuria TPP Unit-1 Shutdown
10:23 10:37 Cumilla(S) 132/33kV S/S TR-3 LT Tripped showing REF615 relays Due to 33KV kotbari & nangolkot feeder fault. 30.0MW load interrup.
10:26 - Baghabari-Ishurdi 230 kV Ckt-1 Forced S/D from Baghabari 230/132kV end Due to Oder of ALDC and from Ishurdi 230/132kV 

end Due to system voltage high
10:28 - Baghabari-Sirajganj 230 kV Ckt-1 Forced S/D from Baghabari 230/132kV end Due to Oder of ALDC and from Sirajgonj 230 end 

Due to System Voltage over rated
10:32 - Madanganj 132/33kV S/S GT-2 LT Tripped showing O/C Blue phase relays Due to None
10:32 17:47 Madanganj 132/33kV S/S GT-2 HT Tripped showing Backup protection Trip relays Due to None
10:46 11:11 Srinagar 132/33kV S/S Tr-02 LT Tripped showing Over current relay operated by 51 I>>T, 86K1 CB lockout relay-1 0.2MW load interrup.

operated. 86K1 CB lockout relay-2 operated. relays Due to 33KV Feeder-4 Bus Isolator Jumper Y Phase (Isolator Side) flashover 
and disconnect from the clamp connector.

10:46 13:29 Srinagar 132/33kV S/S Tr-01 LT Tripped showing Over current relay poerated by 51I>>T, K86-1 CB Lockout relay-1 0.2MW load interrup.
Operated K 86-2 CB Lockout-2 Relay operated relays Due to 33KV Feeder-4 Bus Isolator Jumper Y Phase (Isolator Side) 
flashover and disconnect from the clamp connector.

10:50 - Bibiyana-3 400 MW GT tripped.
10:58 11:24 Barishal-Bhandaria 132 kV Ckt-1 Tripped from Barishal 132/33kV end showing Distance Relay, E/F relays Due to Cyclone Remal 1.0MW load interrup. Barishal 132/33kV end
11:00 - Day peak Generation : 5323 MW
11:03 - Ruppur 132/11kV S/S TR-02 LT Project Work S/D Due to TR-2 of 11kv section maintenance by NESCO
11:04 - Ruppur 132/11kV S/S TR-02 HT Project Work S/D Due to TR-2 of 11kv section maintenance by NESCO
11:09 11:35 Ishurdi 132/33kV S/S 132 kV Baghabari Line Tripped showing CAT,CE relays Due to None
11:14 11:25 Sonargaon 132/33kV S/S Tr-2 LT Tripped showing Dir O/C & E/F Relay relays Due to Trip 5.0MW load interrup.
11:24 11:24 Barishal-Bhandaria 132 kV Ckt-1 Tripped from Barishal 132/33kV end showing E/F, Distance, B phase, zone 1, 32km relays 1.0MW load interrup. Barishal 132/33kV end

Due to Bad weather, Cyclone Rimal.
11:24 11:24 Barishal-Bhandaria 132 kV Ckt-1 Tripped from Barishal 132/33kV end showing Distance relay. E/F relays Due to Cyclone 1.0MW load interrup. Barishal 132/33kV end

Remal. Bad weather.
11:57 12:45 Madunaghat 132/33kV S/S TR-2(517T) LT Tripped showing REF:615 relays Due to 33 kV old Wasa Trip 9.0MW load interrup.
12:09 - Barishal Electric 307 MW PS tripped.

- 12:26 Khulna (C) S/S TR-1 425T HT is restored.
- 12:26 Khulna (C) S/S TR-1 425T LT is restored.

12:49 - Kushiara 163 MW GT was sync.
12:50 13:13 Chowmuhani 132/33kV S/S TR1 Forced S/D Due to 33 Kv PDB Control room station supply Transformer Read Pace Loop maintenence
13:07 13:31 Sonargaon 132/33kV S/S Tr-2 LT Tripped showing MVAJ relays Due to 33 kv Anandabazar feeder loop fault 3.0MW load interrup.
13:25 13:29 Bashundhara-Rampura 132 kV Ckt-1 Tripped from Rampura 230/132kV end showing Distance protection 21/1: Z1-CN relays Due to Strom
13:26 13:39 Bakulia-Sikalbaha 132 kV Ckt-1 Forced S/D from Bakulia 132/33kV end Due to Removal of a long polyethene part from C.T at 

Bak-Shk Ckt-01 diameter.
13:29 18:16 Srinagar 132/33kV S/S Tr-01 HT Forced S/D Due to িবষয়: ৩৩ Łকিভ িফডার-৪ এর বাস আইেসােলটর জাɘার জˠরী সংরǟণ 

কােজর জনƦ ৩৩ Łকিভ বাস Łসকশন এ সহ ১৩২/৩৩ Łকিভ ƱাȾফরমার ১ সাটডাউন Ƽদান
13:29 13:29 Srinagar 132/33kV S/S Tr-01 LT Forced S/D Due to িবষয়: ৩৩ Łকিভ িফডার-৪ এর বাস আইেসােলটর জাɘার জˠরী সংরǟণ 

কােজর জনƦ ৩৩ Łকিভ বাস Łসকশন এ সহ ১৩২/৩৩ Łকিভ ƱাȾফরমার ১ সাটডাউন Ƽদান
13:38 14:00 Kabirpur -Tongi 132kV Ckt-1 Tripped from Kabirpur 132/33kV end showing Distance protection zone-1. relays Due to Distance 

protection zone-1.
13:47 - Madaripur 132/33kV S/S T3-426T HT Tripped showing PRD relays.
13:47 - Madaripur 132/33kV S/S T3-426T LT Tripped showing PRD relays.
13:57 21:06 Hasnabad 132/33kV S/S Fatulla (Pre-Brahmongaon) Tripped showing Dist. Relay : zone-1, R & Y phase relays Due to Unknown
14:09 14:30 Bashundhara-Rampura 132 kV Ckt-1 Tripped from Rampura 230/132kV end showing Distance protection trip 21/Z1 relays 

Due to Storm Remel.
14:10 14:32 Haripur 230/132kV S/S Ullon (Maniknagar-2) Tripped showing MiCOM P441: PH Y, Z 1, Dist. Send. relays Due to Heavy Rainfall.
14:14 18:13 Maniknagar-Matuail 132kV Ckt-1 Tripped from Matuail 132/33kV end showing Distance relay and over current relay relays Due to Tripped

- 14:17 Gopalganj(N)-Madaripur 132kV Ckt-1 is restored.
14:18 - Candpur (Desh)- Chandpur 132kV Ckt-2 Tripped from Chandpur 132/33kV end showing Distance relay relays Due to Unknown
14:18 15:20 Chandpur 132/33kV S/S 100MW(GT) Power Plant Incomer (T4) Tripped showing Transformer protection relay Aux relay plug 

operated relays Due to Unknown
14:20 15:44 Barishal-Patuakhali(Barguna T at Bakergonj) 132 kV Ckt Forced S/D from Patuakhali 132/33kV end Due to Tree
14:21 - Candpur- Kachua 132kV Ckt-1 Tripped from Chandpur 132/33kV end showing Distance relay relays Due to Unknown
14:23 19:52 Siddhirganj-Ullon (T at Maniknagar) 132kV Ckt-1 Tripped from Siddhirganj 132/33kV end showing Distance Relay: 1. zone-1 2. 30.0MW load interrup. Siddhirganj 132/33kV end

ph-B 3. distance-12.3km relays Due to Cyclone Remal
14:30 14:52 Bogura-Sirajganj 230 kV Ckt-1 Forced S/D from Sirajgonj 230 end Due to Emergency Tree Trimming
14:32 21:07 Fatullah 132/33kV S/S 132 kV Hasnabad Tripped showing Main1 general trip Dist. Zone1 trip. relays Due to deu to Tropical Cyclone Remal
14:40 20:48 Haripur 230/132kV S/S Ullon (Maniknagar-2) Tripped showing MiCOm P441: PH Y, Z 1, Dist. Send. relays Due to Heavy Rainfall.
14:45 19:06 Keranigonj 230/132/33kV S/S Hasnabad Tripped showing Distance relay operate relays Due to Zone 1 trip 3.7 km B-Phase Pickup SOTF trip
14:50 15:49 Bogura-Sirajganj 230 kV Ckt-1 Forced S/D from Bogura 230/132kV end.
14:57 16:40 Candpur (Desh)- Chandpur 132kV Ckt-1 Scheduled S/D from Chandpur 132/33kV end Due to Requested to Desh Energy power plant authority
14:58 7:12 Bagerhat-Mongla 132 kV Ckt-1 Forced S/D from Mongla 132/33kV end Due to Request from ALDC
15:05 15:16 Bashundhara-Rampura 132 kV Ckt-2 Tripped from Rampura 230/132kV end showing Distance protection trip 21/1( Z1-BN) relays 

Due to Storm Remel
15:05 17:40 Sonargaon 132/33kV S/S OPSL(IEL-2) Tripped showing Line distance protection, 86A/B, General trip, Over Voltage Trip relays 

Due to Bad weather
15:05 15:10 Bashundhara-Rampura 132 kV Ckt-1 Tripped from Rampura 230/132kV end showing Distance protection trip 21/1( Z1-BN) relays 

Due to Storm Remel.
15:12 18:12 Sonargaon 132/33kV S/S Bashundhara Line Tripped showing Over voltage trip relays Due to Over voltage trip 14.0MW load interrup.
15:12 22:50 Ashuganj-Kishoreganj 132kV Ckt-2 Forced S/D from Kishoreganj 132/33kV end.
15:12 22:50 Ashuganj-Kishoreganj 132kV Ckt-2 Forced S/D from Kishoreganj 132/33kV end.
15:15 22:45 Kishoreganj-Mymensingh 132kV Ckt-2 Tripped from Kishoreganj 132/33kV end showing distance relay relays Due to O/V
15:18 22:59 Khulna (S)-Satkhira 132kV Ckt-1 Tripped from Satkhira 132/33kV end showing no relays Due to ঘূিণűঝড় িরমাল এর কারেন Łভােɤজ 

কেȫাল করার জনƦ এলিডিস খুলনার িনেদű েশ ̻প কিরেয় রাখা হয়। and from Khulna(S) 230/132kV end Due to According to ALDC
 instruction ( For high Voltage).

15:22 1:43 Bashundhara-Rampura 132 kV Ckt-1 Tripped from Rampura 230/132kV end showing Distance protection trip 21/1( Z1-CN) relays 
Due to Storm Remel.

15:22 16:31 Siddhirganj 230/132kV S/S 335MW EGCB 1 Tripped showing Multilin relays Due to Over voltage
15:22 16:32 Siddhirganj 230/132kV S/S 335MW EGCB 2 Tripped showing Multilin relays Due to Over Voltage
15:23 7:16 HVDC Bheramera- Jhenaidah 230kV Ckt-1 Forced S/D from BIPTC end Due to As per ALDC instruction. and from 

Jhenaidah 230/132kV end Due to For reducing the voltage.
15:24 7:20 Jhenaidah-Khulna 230kV Ckt-1 Forced S/D from Jhenaidah 230/132kV end Due to For Reducing the Voltage and from 

Khulna(S) 230/132kV end Due to According to ALDC instruction ( For high Voltage).
15:32 15:55 Kishoreganj 132/33kV S/S Tr-1 (404T) HT Forced S/D
15:35 7:23 Bheramara 230/132kV S/S Transformer-1 LT Forced S/D Due to voltage risen
15:35 7:24 Bheramara 230/132kV S/S Transformer-1 HT Forced S/D Due to voltage risen
15:40 17:01 Sonargaon 132/33kV S/S Tr-2 LT Forced S/D Due to 33 kv Anandabazar feeder raiser loop change under T2 bus section
15:40 17:01 Sonargaon 132/33kV S/S Tr-2 HT Forced S/D Due to 33 kv Anandabazar feeder raiser loop change under T2 bus section
15:44 17:20 Kishoreganj-Mymensingh 132kV Ckt-1 Tripped from Kishoreganj 132/33kV end showing distance relay relays Due to O/V
15:44 17:07 Kabirpur -Tongi 132kV Ckt-1 Tripped from Kabirpur 132/33kV end showing Distance Protection Relay Operated, Zone-2, 

Distance 19.3km. relays Due to Distance Protection Relay Operated, Zone-2, Distance 19.3km.
- 15:44 Barishal-Patuakhali(Barguna T at Bakergonj) 132 kV Ckt is restored.

15:45 - Aminbazar-Meghnaghat 400kV Ckt-1 Forced S/D from Meghnaghat 400/230kV end.
15:48 - Madunaghat-Meghnaghat 400kV Ckt-2 Forced S/D from Meghnaghat 400/230kV end. 23.0MW load interrup. Meghnaghat 400/230kV end
15:53 16:03 Haripur-Siddirganj 132kV Ckt-1 Tripped from Siddhirganj 132/33kV end showing Distance relay zone ABC relays Due to Cyclone Remal

- 15:55 Kishoreganj 132/33kV S/S Tr-1 (404T) HT is restored.
15:55 7:12 Bagerhat-Mongla 132 kV Ckt-1 Forced S/D from Bagerhat 132/33kV end Due to Recommend of ALDC Khulna
15:58 - Bogura(New)-Bogura(Sherpur) 132 kV Ckt-1 Forced S/D from Bogura 230/132kV end Due to Only CB Open .
16:01 16:09 Bagerhat-Goalpara 132 kV Ckt-1 Forced S/D from Goalpara 132/33kV end Due to Instraction of aldc and from Bagerhat 132/33kV 

end Due to Recommend of ALDC Khulna.
16:07 16:14 Goalpara-Labanchura 132kV Ckt-2 Forced S/D from Goalpara 132/33kV end Due to Instraction of ALDC
16:09 17:06 Haripur-Siddirganj 132kV Ckt-1 Tripped from Siddhirganj 132/33kV end showing Didtance relay zone :ABC relays Due to Cyclone Remal
16:11 - HVDC Bheramera- Rajshahi 230kV Ckt-1 Forced S/D from BIPTC end Due to instructed by NLDC
16:11 - HVDC Bheramera- Rajshahi 230kV Ckt-2 Forced S/D from BIPTC end Due to Instructed by NLDC.
16:12 7:06 Bagerhat-Labanchura 132 kV Ckt-2 Forced S/D from Bagerhat 132/33kV end Due to Recommend of ALDC Khulna
16:12 19:34 Sirajganj-Ullahpara 132KV Ckt-1 Tripped from Ullahpara 132/33kV end showing REL 650, REL 670 relays. and from 

Sirajganj 132/33kV end showing RP Signal:1. 21 Distance Relay C-phase, 2. SOTF, 3. 79 A/R relays Due to the cyclone Romal, 
a tree fell on the line from a distance.

16:17 - Haripur-Meghnaghat 230kV Ckt-2 Forced S/D from Haripur 230/132kV end Due to Line DS (B phase) shaft displacement.
16:20 19:35 Sirajganj-Ullahpara 132KV Ckt-2 Forced S/D from Ullahpara 132/33kV end Due to Removal of trees Sirajganj Line 1
16:21 16:42 Chowmuhani-Ramganj 132 kV Ckt-1 Tripped from Chowmuhani 132/33kV end showing Distance Relay A,B&C Distance 

Relay3Ph relays Due to Tripped.
16:43 17:08 Baroaulia-KSRM 132 kV Ckt-1 Tripped from KSRM 132/33kV end showing k34 & k35 relays Due to Earth Fault & Over current
16:46 17:54 Chowmuhani-Ramganj 132 kV Ckt-1 Tripped from Chowmuhani 132/33kV end showing Distance Relay A,B&C Distance 

Relay3Ph relays Due to Tripped.
16:48 19:31 Sirajganj-Ullahpara 132KV Ckt-2 Forced S/D from Sirajganj 132/33kV end Due to cyclone Romal, a tree fell on the line from a 

distance to Ullahpara ckt-1 for tree trimming clearance Ullahpara ckt-2 has taken shutdown.
17:19 21:06 Fatullah-Shyampur(New) 132 kV Ckt-2 Tripped from Fatullah 132/33kV end showing Main1 general trip Comm. Distance 

Carrier send Dist. Zone1 trip. relays Due to Due to Tropical Cyclone Remal
17:27 18:07 Kishoreganj-Mymensingh 132kV Ckt-1 Tripped from Kishoreganj 132/33kV end showing distance relay relays Due to O/V
17:27 23:08 Matuail-Siddhirganj 132kV Ckt-1 Tripped from Siddhirganj 132/33kV end showing Distance trip , Z-1, Phase: ABC 0.5 KM Distance. 13.0MW load interrup. Siddhirganj 132/33kV end
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